
NYIT 
NEW YORK INSTITUTE OF TEC HNOLOGY 

May 18,2005 

Re: 2004 PCB Written Annual Document Log 

New York Institute ofTechnology 
300 Carleton A venue 
Central Islip, NY 11722 
EPA ID# NYD010024925 

• Of fi e~: of Environmenta l 
l k~ l th H Safety 

Tel 516 686 773 1 

Fax 516 61l6 7926 

During calendar year 2004 NYIT owned 7 PCB transformers on its Central Isli p Campus. NYIT 
perfo rmed quarterl y inspections of the PCB transformers as required by the EPA. The fo llowing 
is a list of PCB transformers in operation at the beginning of calendar year 2004. 

CENTRAL ISLIP CAMPUS: 
Building 117 
3 transformers 
Serial# H2952 19P71 A- 440kg 
Serialll H295220P71 A - 440kg 
Serial# 1-129522 1 P71 A - 440kg 

Pumphouse Building 
4 transformers 
Serial# C788915 - 48kg 
Serial// C782795 - 200kg 
Scrialll C782797 - 200kg 
Seriai#C782797 - 200kg 

There have been no releases and/or disposal of PCB waste within the past year. The fo llowing 
is a li st of PCB transformers remaining in operation at the end of calendar year 2004. 

CENTRAL ISLIP CAMPUS: 
Building #7 
3 transformers 
Serial# H2952 19P71 A - 440kg 
Serial II H295220P71 A - 440kg 
Serial# 1-129522 1 P7 1 A - 440kg 

Pumphouse Building 
4 transformers 
Serial# C7889 15 - 48kg 
Serialll C782795 - 200kg 
Serial# C782797 - 200kg 
SeriaiiiC782797 - 200kg 

There are no other PCBs used, stored or otherwise on site. (eg. PCB capacitors, articles, 
containers, tanks, etc) 

P" pa.cd by: Kdsten Panella, o;rcctoo· EH&S w 

0/11 Wc;rtmry I Monhurron I c~n(tOIIIIip 

Northern Boulevard 
Old Westbury. NY 
11568 8000 

www.ny11.edu 



NEW YO RK INSTITUTE OF TECHNOLOGY 

January 3. 2006 

Re: 2005 PCB Written Annual Document Log 

New York Institute ofTechnology 
300 Carleton A venue 
Central Islip, NY 11722 
EPA ID# NYDO 1 0024925 

• Office of Environmen tal 
He all h li S~f~ty 

Tel516 686 7731 
Fax 516 686 7926 

During calendar year 2005 NYIT owned 7 PCB transformers on its Central Islip Campus. NYIT 
performed qumterly inspections of the PCB transformers as required by the EPA. The fo llowing 
is a list of PCB transformers in operation at the beginning of calendar year 2005. 

CENTRAL ISLIP CAMPUS: 
Building #7 
3 transformers 
Serialll H2952 I 9P71 A- 440kg 
Serial/l H295220P7 I A- 440kg 
Scrialll 1-129522 I P7 I A - 440kg 

Pumphouse Building 
4 transformers 
Serial# C7889 I 5 - 48kg 
Seriallf C782795 - 200kg 
Seriallf C782797 - 200kg 
Seriai#C782797 - 200kg 

There have been no releases and/or disposal of PCB waste witl1i11 the past year. The fo llowing 
is a list of PCB transformers remaining in operation at the end of calendar year 2005. 

CENTRAL ISLIP CAMPUS: 
Build ing #7 
3 transformers 
Seriallf 1-12952 I 9P7 I A- 440kg 
Seriallf H295220P7 I A- 440kg 
Serial// 1-129522 I P7 1 A- 440kg 

Pumphouse Build ing 
4 transformers 
Serial# C7889 I 5 - 48kg 
Serial# C782795 - 200kg 
Serial# C782797 - 200kg 
Serialf/C782797 - 200kg 

There are no other PCBs used, stored or otherwise on site. (eg. PCB capacitors, atticles, 
containers, tanks, etc) 

Pccp3'ed by: Kdstco Paoclla, o ;cccroc EH@ 

Old Wc·1 tbury I Monlwrtan I c~mrnttlirp 

Northern Boulevard 
Old Westbury. NY 
1151)8 8000 

www.nyot.edu 



NEW YORK I NSTITUTE OF TEC HNOLOGY 

January 5, 2007 

Re: 2006 PCB Written Annual Document Log 

New York Institute of Technology 
300 Carleton Avenue 
Central lslip, NY 11722 
EPA ID# NYD0 10024925 

• Office of EnvirontrH:tr la l 
llealth H Safety 

Tel 516 686 7731 
Fax 51 G 686 7926 

During calendar year 2006 NYIT owned 7 PCB transformers on its Central Isli p Campus. NY IT 
pertormed quarterly inspections of the PCB trans(ormers as required by the EPA. The fo llowing 
is a li st of PCB transformers in operation at the beginning of calendar year 2006. 

CENTRAL ISLIP CAMPUS: 
Building #7 
3 transfonners 
Serial# H295219P71 A - 440kg 
Serialf! H295220P71 A - 440kg 
Serial# 1-129522 1 P71 1\ - 440kg 

Pumphouse Building 
4 transformers 
Seriallf C788915- 48kg 
Scrialll C782795 - 200kg 
Seria lll C782797 - 200kg 
Scriai/IC782797 - 200kg 

There have been no releases and/or disposal of PCB waste within the past year. The following 
is a list of PCB transformers remaining in operation at the end of calendar year 2006. 

CENTRAL ISLIP CA MPUS: 
Building #7 
3 transformers 
Serial# H295219P7 1 A - 440kg 
Serial# H295220P7 1 A - 440kg 
Serialff 1-129522 1 P71 A - 440kg 

Pumphouse Building 
4 transformers 
Seria lfl C788915 - 48kg 
Seria l// C782795 - 200kg 
Serin l# C782797 - 200kg 
Seria i#C782797 - 200kg 

There are no other PCBs used, stored or otherwise on site. (eg. PCB capacitors, articles, 
containers, tanks, etc) 

Prepared by: Kristen Pnnella, Director EH 

Old WrHbury I Munlwttorr I Ct•ntroi/IIIJI 

Northern Boulrvard 
Old Wc~tbury. NY 
11568 8000 

www nyi t.edu 



NEW YORK INSTITUTE OF TECHNOLOGY 

January 7, 2008 

Re: 2007 PCB Written Annual Document Log 

New York Institute ofTeclu1ology 
300 Carleton A venue 
Central Islip, NY 11722 
EPA ID# NYDO 1 0024925 

• Offttt' of Environmt•ntal 
llealth H Safety 

Tcl516 686 773 1 

Fax 516 686 7926 

During calendar year 2007 NYIT owned 7 PCB transformers on its Central Islip Campus. NYIT 
performed quarterly inspections of the PCB transformers as required by the EPA. The following 
is a I ist of PCB transformers in operation at the beginning of calendar year 2007. 

CENTRAL ISLIP CAMPUS: 
Building #7 
3 transfom1ers 
Serial# H295219P7 1 A- 440kg 
Serial# H295220P71 A - 440kg 
Serialll H29522 1 P71 A - 440kg 

Pumphouse Building 
4 transformers 
Serial# C788915 - 48kg 
Serial# C782795 - 200kg 
Serial# C782797 - 200kg 
SerialliC782797 - 200kg 

The Pump House PCB transformers were decnergized in 2007 and are no longer in use. The 
following is a list of PCB transformers in storage for disposal at the end of calendar year 2007. 

CENT RAL ISLIP CAMPUS: 
Pumphouse Building 
4 transformers 
Serialf/ C7889 15 - 48kg 
Serialf/ C782795 - 200kg 
Serialf/ C782797 - 200kg 
Seriaii/C782797 - 200kg 

Date Taken Out of Service 
11/25/2007 
11 /25/2007 
11 /25/2007 
11/25/2007 

Date Placed in Storage 
11 /25/2007 
11 /25/2007 
I 1/25/2007 
11/25/2007 

The following is a list of PCB transformers remaining in operation at the end of calendar year 
2007. 

CENTRAL ISLIP CAMPUS: 
Building #7 
3 transformers 
Seriallf H2952 19P7 1 A - 440kg 
Serial# 11295220? 71 A - 440kg 
Seriallf 1-129522 1 P71 A - 440kg 

There have been no releases am/lor di.\posal o PCB waste within tlte past year. There are no 
other PCBs used, stored or otherwise on PCB capacitors, articles, containers, tanks, etc) 

Ole/ IVrHI>ury I Monlwrton I C~ntrol Islip 

Northern Boulevard 
Old We5tbury, NY 
11568 8000 

wwwnylt.edu 



NYtT 
NEW YORK I NSTITUTE OF T EC HNOLOGY 

January 9. 2009 

Re: 2008 PCB Wri tten Ann ual Document Log 
New York Institute of Technology 
300 Carleton A venue 
Central Islip, NY I 1722 
EPA ID# NYD010024925 

• Office of EnvironnH:nta l 
Heal th H Safety 

Tel 516 686 7731 

Fax 516 686 7926 

During calendar year 2008 NYIT owned 7 PCB transformers on its Central Islip Campus. NYIT 
performed quat1erly inspections of the PCB transformers as required by the EPA. The following is a list of 
PCB transformers in operation at the beginning of calendar year 2008. 
CENTRAL .ISLIP CAMPUS: 
Bui lding #7 
3 transformers 
Serial# H2952 I 9P71 A - 440kg 
Serial# H295220P7 I A - 440kg 
Serial# 1-129522 1 P71 A- 440kg 

The Pump House PCB transformers were cleencrgized in 2007 and are no longer in use. The following is a 
list of PCB transfo rmers in storage for disposa l at the beginning of calendar year 2008. 
CENTRAL ISL IP CAMPUS: 
Pumphouse Building 
4 transformers 
Serialll C7889 15 - 48kg 
Serial/1 C782795- 200kg 
Serial/1 C782797 - 200kg 
SerialiiC782797- 200kg 

Date Taken Out of Service 
11 /25/2007 
11/25/2007 
11/25/2007 
11 /25/2007 

Date Plnced in Storage 
I 1/25/2007 
11 /25/2007 
I 1/25/2007 
11 /25/2007 

The following is a list ofPCB transformers remaining in operation at the end of calendar year 2008. 
C ENTRAL JSLrP CAMPUS: 
Building #7 
3 transformers 
Serial# H2952 19P7 1 A - 440kg 
Seria l# 11295220P7 1 A - 440kg 
Serial# 1-129522 1 P71 A - 440kg 

The fo llowing is a list of PCB transformers in storage for disposal at the end of calendar year 2008. 
CENTRA L ISLiP CAMPUS: 
Pumphouse Building 
4 transformers 
Serial /I C7889 15 - 48kg 
Serialfl C782795 - 200kg 
Serialll C782797 - 200kg 
Seriaii/C782797 - 200kg 

Date Taken Out of Service 
11/25/2007 
11 /25/2007 
I 1/25/2007 
I 1/25/2007 

Date Placed in Storage 
11/25/2007 
11/25/2007 
11 /25/2007 
11 /25/2007 

Tit ere It ave been Ito re!ea.~·es and/or dispo.ml of PCB waste wit/tin tlte past year. There are no other 
PCBs used, stored or otherwise on site. (eg. PC ·tors, articles, containers, tanks, etc) 

Prepared by: Kristen Panella, Director EH& 

Old W(·stbury I Manlwrrcm I Centro/lsi'/) 

Northern Boulcv~rd 
Old Westbury. NY 
11568 8000 

wwwnytl.cdu 


